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INTRODUCTION

A thorough evaluation of seawater conversion equipment requires that tests be
conducted under actual operating conditions. An in-service test lasting approxi-
mately one year provides data relative to the equipment's expected life, maintenance
problems, and operator reaction. In order that objective reporting is obtained, the
user should have a real need for the item tested.

The U. S. Coast Guard was faced with the problem of providing an emergency
water supply at their Loran station on Marcus Island. Catchment areas were intended
to be the prime source of water, but dry periods in excess of 3 months would entirely
deplete the storage. A developmental prototype of a multistage flash evaporator for
seawater conversion* was installed and successfully tested by ti' U. S. Coast Guard
in cooperation with NCEL. The installation and test resuits are described on the
following pages.

INSTALLATION AT MARCUS ISLAND

In response to the request by the Coast Guard, NCEL shipped the multistage
flash evaporator to their Fourteenth District Headquarters in Honolulu, Hawaii.
Before shipment, the unit had undergone extensive testing at the Laboratory. The
evaporator consisted of 24 stages housed in four separate shells (Figure 1). The
capacity was 200 gph of fresh water with a heat input of approximately 400, 000
Btu/hr, the feed-water temperature was 700F, and brine to the first flash stage was
heated to 1950 F. Since the operating temperatures at Marcus Island were expected
to be 850 F and 1850F, respectively, reduced performance was anticipated at compa-
rable heat input.

Because the evaporator was designed to utilize waste heat from a 60-kw diesel
generator, it appeared to be a good solution for the emergency water supply at
Marcus Island. The power-generating capacity was well above 60 kw, so no heat
supply problem was foreseen. The eng;..'ering required for installing the unit and
the installation itself were done by the Coast Guard. Three different methods of

* U. S. Naval Civil Engineering Laboratory. Technical Report R-245: Distilling
sea water with diesel generator waste heat, by J. S. Williams and W. R. Nehlsen,
Port Hueneme, California, 1962.
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obtaining heat were suggested to the Coast Guard. Schematic drawings of each are
contained in Figures 2, 3, and 4. The Laboratory was informed that a method
similar to that shown in Figure 3 would be used.

Because of the difficulty of installing an open-sea intake line for water for
the sanitary system, a well was diilled. This water is used for the evaporator feed
as well. Percolation of rainwater into the coral dilutes the encroaching seawater.
A typical analysis of the well water is given in the following table. Total solids are
about one-third those of seawater. It is expected that the solids might be higher
after a period of little rain.

Total hardness as CaCO 3 , ppm ....... ................ 2,455

"P" alkalinity (CaCO 3 ), ppm ....... .................... 0

Total alkalinity "M" (CaCO3 ), ppm ...... ............... 264

Calcium (Ca), ppm ......... ........................ 290

Magnesium (Mg), ppm ........ ...................... 422

Sulfates (SO4), ppm ........ ....................... 960

Chloride (Cl), ppm ........ ....................... 6,700

Silica (Si0 2 ), ppm ........ ....................... 20.4

Iron and aluminum oxides (R2 0 3 ), ppm .................. 46.4

Sodium and Potassium (in terms of Na), ppm. .............. 1,940

Total dissolved solids, ppm ....... .................. 13,410

pH, gm atm/I. ......... .......................... 7.92

Bacteriological (Coliform test)

E. Coli (;ntestinal-Fecal contamination) ............... 0

Aerobacter Aerogenes (non-fecal soil), colonies/ml . . .. 670

The Coast Guard made one basic change in the unit. Instead of u5ing the
original feed-water heater, which incorporated both vapor-phase eigine-jacket
cooling and an exhaust-gas heat exchanger, they substituted a shell-and-tube
exchanger which used only engine-jacket water to heat the seawater. This
arrangement should have been entirely satisfactory, but some economies in instal-
lation rendered the system much less effective. A more detailed account will be
given later in the report.



The unit was installed in the generator building in the late summer of 1963.
It was first operated in September. The contractor had wired the 2 2 0-v motors to a
44 0-v line. All the motors were damaged and had to be rewound at the Naval Base,
Yokosuka, Japan. When the motors had been replaced, an NCEL engineer went to
Marcus to assist the Coast Guard personnel in starting up the unit.

UNIT OPERATION

A number of difficulties were encountered, each of which was overcome to
some degree. Probably the most serious defect in the Marcus installation is the
inability of the system to accept a sufficiently high feed flow. The brine heater is
capable of transferring the required amount of heat from the engine-cooling water
to the seawater, but with the piping system installed it is impossible to circulate
sufficient engine water through the heat exchanger to take advantage of the capa-
bility. The temperature of tht feed water at Marcus remains very close to 85OF all
year. The design temperature for the unit was 70 0 F. The Coast Guard has specified
a maximum engine-jacket temperature cf 1850F. This limits the feed heater to a
temperature of about 1800F for the outgoing seawater. Tests were made at Port
Hueneme with hot seawater at 195 0 F. Therefore, the total temperature different!al
across the entire unit at Marcus Island has been decreased about 300F.

The evaporator was originally constructed with 24 stages having fixed orifices
in the brine passages between stages. Under this condition, the pressure differential
between stages had to be sufficient to cause the water to flow through the unit.
Flooding will occur in any stage in which the pressure does not exceed that in the
succeeding stage. Flooding results in contamination of the distillate, which must
be discarded. Under the design conditions, the expected pressure differential was
about 18 inches of mercury. Under the conditions existing at Marcus Island, the
differential is only 7 or 8 inches Hg under good conditions. During much of the
test it was below 2 inches Hg. As a result, serious flooding occurred in stages 13,
14, and 15 when the flow rate exceeded 16 to 20 gpm. It is probable that flooding
of previous stages would have been noticed if the first twelve had not been located
above the last twelve, the drop in head thereby relieving backpressure on stage 12.

Instructions were sent to Marcus to reduce the number of stages by removing
the walls between them (Figure 5). In this way, stages 14, 15, 17, 18, 20 and 21
were eliminated, reducing the number of stages to 18. The reduction did permit a
higher flow through the unit, but did not produce the desired increase in performance.
Examination of the data revealed another problem. The final-stage pressure was
about 4 inches Hg abs instead of 2 inches, und the first-stage pressure was about
6.5 inches Hg abs instead of 10 inches. Distillate production was only 60 gph,
which is less than half that expected.

3



ANALYSIS OF OPERATION

An NCEL engineer made another trip to Marcus to ascertain the reasons for
the poor performance and, if possible, correct the deficiencies.

The vacuum system on the unit consists of a two-stage pump followed by an
air eductor using motive air at atmospheric pressure. A closed-system check showed
that a 26-inch-Hg vacuum was the highest possible. When the air eductor was
removed, the vacuum increased to above 29 inches Hg. The two-stcge pump had
apparently lost enough volumetric efficiency to prevent handling the quantity of
air necessary to operate the eductor.

Since 28 inches Hg is sufficient when feed water is about 85°F, the eductor
was blanked off. One or two air leaks were discovered and repaired. The orifices
controlling interstage venting of noncondensables were also checked and in several
cases enlarged. The unit was then run to determine the effect of tIke changes. An
improvement was noticed immediately, but the condition deteriorated within the
first hour. Very little distilled water was being produced. As soon as the unit was
shut down, a large quantity of distilled water was pumped out.

An air leak at the packing gland of the distillate pump was suspected, so the
pump was repacked, and a rerun was made with no increase in production. The
pump was dismantled and it was discovered that the nut holding the impeller on the
shaft had corroded until only a shred remained. The key was not present, either
having been left out or corroded entirely. With a positive suction head, the
impeller clearance and speed was apparently good enough to pump water. When
the 28-inch-Hg vacuum was on the last stage it would not pump. A brass key and
nut were made, and the pump was reassembled. There was no further trouble.

To avoid cavitation, a slight positive discharge pressure was maintained.
When the unit was returned to service, the production had increased to over 120 gph.
(For short periods the engine-jacket water temperature was increased, and more
cooling water was circulated through the feed heater. Production rates in excess
of 150 gph were obtained.) The 120-gph rate was considered to be satisfactory for
continued operation, since the daily requirement of the station varies from 2,500 to
3, 000 gaclons (see Table I). Each month during the test, a report of operation was
received from Marcus Island. The data from these reports are tabulated in Table II.

SPECIAL TESTS

In the time remaining, the NCEL engineer conducted several experiments to
obtain data which would be useful in preparing specifications for another unit. It
is the intent of the Coast Guard to replace the developmental model with one which
is tailored to the existing conditions.
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One trial was made using water-jet ejectors for the vacuum system. Although
it could be termed a "jury rig, " the two jet ejectors proved satisfactory. This
arrangement reduced the horsepower requirement for vacuum from 5 to 2. Motive
water was recycled in a small tank (a 55-gallon drum was tsed) with a makeup stream
of about 5 gpm to prevent temperature buildup in the tank.

Another trial run was made with a reduction in stages from 18 to 10. This
resulted in a drop in production of approximately 20%. However, the modification
could not adjust heat-transfer surfaces and certain other parameters, so the compar-
ison is not entirely valid. It is certain that an eight-stage unit would produce more
water than the station needs even if the present demand were doubled. To do this
would require a change in the heat recovery system.

HEAT-RECOVERY SYSTEM

Although it might be construed as being outside the scope of the task, the
consideration of the heat-recovery system is so important that it will be assumed to
be part of the in-service test. As pointed out earlier, the system as presently
installed is not efficient. A description of the generator installation will help
clarify the picture. There are four 400-kw diesel generators in line, each with its
own radiator located in the building wall. Under normal load, only two generators
are operated. * Provision has been mode to divert water from the line between the
engine and radiator to the seawater heater. However, the provision is not adequate
even with a modification made on one set. Figure 6 shows the arrangement as
originally installed; Figure 7 shows the modification; and Figure 8 shows a recom-
mended treatment which would provide more heat to the flash evaporator. This will
be a definite economy, because the additional heat will allow a smaller investment
in evaporator construction. Since the performance of a flash evaporator is so closely
tied in with the quantity and temperature level of the heat source, these should be
discussed as part of the in-service test.

An examination of Figure 6 will show that the circulating pump on the right
is the only force moving engine water to the heat exchanger. The pump is too far
from the engines, and the line is too small, to permit high-volume flow at low
pressures.

Figure 7 shows a modification made by the NCEL engineer in October 1963
on No. 1 engine only. Later this piping modification was moved to engine No. 3.
This increased the distance from the heat exchanger with a corresponding increase
in resistance to flow. The diverting valve is controlled by a temperature senser in

* Because the total load is less than the capacity of one generator, it would seem to

be better to run only one. The standby engine would be kept warm by circulating
water from the engine on the line. Operating hours of the diesels could be halved
using this procedure.

5



-

the engine-water jacket. When the temperature drops, the valve directs the flow
through the by-pass line. On No. 3 engine this line is blanked off, thus putting a
back pressure on the line from the engine. Water is thus forced through the line to
the heat exchanger. The return line comes back to the low-pressure side. The
chief problem is the pressure on the hose connection at the engine. Another disad-
vantage is that the by-pass line cannot be used in the normal manner.

Figure 8 illustrates a change which should be an improvement. All pipe lines
would be 4-inch. When this engine is not being used, valves 1 and 3 would be
closed and valve 2 open. When in use, valves 1 and 3 would be open and 2 closed.
The larger pipe would reduce resistance to flow and would provide maximum circu-
lation to the heater. Fortunately, the diverting valve is a 4-inch size and would
not require replacement. A circulating pump in the line may not be necessary if
back pressure is not too high on the hose connection at the engine.

PUMPS

A modification which was made in February 1965 was the removal of the feed
pump. Since the feed water is taken from the sanitary system, which is already
pressurized, the feed pump was not required. It will now serve as a spare for the
brine-discharge pump.

With the exception of the vacuum pump, all pumps are still in good condition.
Some minor problems, such as that described with the distillate pump, have arisen.
The answer seems to lie in strict adherence to specifications that will guarantee
performance with hot seawater. The blowdown and distillate pumps shoul .Also have
good NPSH characteristics. Perhaps the one single item on the unit which has
caused the most trouble has been the vacuum pump. To reach and maintain the high
vacuum for which the pump is intended, there can be no drop in efficiency. On
three or mere occasions there has been a drop - two slight and one large. The first
happened during the acceptance test at NCEL and was corrected by increasing the
water flow to the pump. The second happened at Marcus, necessitating a pump
overhaul by the Coast Guard. Since then, the performance has dropped until it is
now impossible to operole the air-jet eductor and pump together.

MATERIALS

Construction materials are also an important consideration. The unit being
tested has an all-steel shell with brass tubes, tube sheets, and water boxes. Brass
and steel are in contact only on the vapor side of the unit, thus ininimizing galvanic
action. Although corrosion of the steel shells has been quite severe due to extended
periods of inactivity, there is still a comfortable margin of safety left in the wall



thickness. Extensive deterioration of the demister boxes has occurred. These are
constructed of lightweight metal and, in addition, had drain holes which served as
starting places for corrosion. A heavier material would rectify the problem and
would not add materially to the weight or cost of the equipment.

CONCLUSIONS

In spite of the many problems experienced during the 1-1/ 2 -year period, it
is difficult to find one that would provide a basis for rejecting a multistage flash
evaporator using waste heat as a method of supplying water. The test las indicated
that it is probably undesirable to use so many stages, to require an extremely high
vacuum, or to economize on the heat-collection system. The test has demonstrated
that the system functions well with very little attention, except during start-up or
at times when major load changes in the generator affect the heat input. A need
for a few simple flow controls is obvious, and an effort along this line is already
well underway at NCEL. The use of steel for evaporator shells appears to be unde-
sirable for long-life expectancy or for intermittent operation where corrosion is
accelerated. For periods of less than five years, steel should be satisfactory if
adequate corrosion allowance is made.

The difficulty experienced with mechanical vacuum pumps shows a definite
need for a more reliable system. The water-jet ejectors have demonstrated that
they should be tried at the first opportunity.
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Table I. Water Production and Consumption at Marcus Island

I
Water on Hand, Rainfall Evaporator Water No. Consumption

Month First of Mo. Increase Production Consumed of per Capita
(gal) (gal) (gal) (gal) Users (gpd)

Nov 1963 159,500 56,400 48,800 159,200 45 117

Dec 105,500 37,600 66,500 101,200 35 93

Jan 1964 108,400 55,400 34,600 77,800 50 50

Feb 120,600 8,700 18,800 72,100 50 49.7

Mar 76,000 65,200 32,200 77,500 50 50

Apr 95,900 18,590 41,700 71,120 51 46.4

May 85,070 62,230 36,000 77,500 60 42

Jun 131,000 62,000 not in operation 110,000 62 5946,000-1/ 10,0 625

Jul 129,000 56,000 not in operation 59,400 66 29

Aug 125,600 60,300 2 days only 82,460 75 354,0001/ 8

Sep 107,440 19,500 36,000 78,830 60 44

Oct 84,110 103,560 37,750 96,950 65 48

Nov 128,470 102,570 26,000 82,040 45 61

Dec 175,000 41,000 not in operation 62,000 40 50

Jan 1965 154,000 117,000 not in operation 105,340 37 92

Feb 165,660 18,410 27,000 61,070 35 48

Mar 150,000 34,000 33,000 64,100 38 54

Apr 152,900 37,880 14,400 99,180 43 77

May 106,000 not in operation

1_/ Produced by auxiliary vapor-compression conversion unit while flash evaporator
was being repaired.

8



z c

2. 0

Z, 12 Z a 'm

-0~ o, 01 'Nc4 In,

1~ 0.0 00 0

-cc c o C- 4 (D

____co c_ ccy m ~ .

CD __ _N 
c -Go r

0 -2

Lt I

aa 0 00

Cl c-a1 '

20 uu

cn m l 00 ;71



CY)

C4-

C4
04

6u



4

C

2 a
a

a

'I
a
*
U 0
N

I-

C
a
a.

C.) -

2 0o
0
U

* 0

a
0

E
a
0
- (N
a

-� 0
C _________ --* a

0,
0

a

-)

a
a S

-u
a
IC
0

.,



II

-uu*h,

o 0

0 -

-i= U

• •

00l0

" / --
o0

v.4
00

"o~

00

00
EC
o0

.. C



I
0 II

- 0 0
o 4 -

0
-u
0 o0

3
0

4..

�1-�' -�

0

S
0 0
a U
* 4)

-u USC* .0 1
* -u =a.-c

'a
0

4)

I-

) U-

U
0

4,

*0

4



I

- 0
/ -u

I &.

.4-

I ..

U, C

. 4..

I --

to

£ Q

U



4K

0.0

*U!I -U--I

C4 C4C

Cc C)

0

C 15



T T

.E0

17 0)

a -j
- - 0F

c

Sm
.E

C



ou!l U!.t

aa

OC 06
c c1

V-1 y

o- l -u!J

- -a17



DISTRIBUTION LIST

SNDL No of Total
Code Actv-ties Copies

"1 10 Ckief, Bureau of Yards und Docks (Code 42)

23A 1 I Naval Force Commanders (Korea only)

39B 2 2 Construction Battalions

390 5 5 Mobile Construction Battalions

39E 3 3 Amphibious Construction Battalions

39F 1 2 Construction Battalion Base Units

A2A I 1 Chief of Naval Research - Only

A3 2 2 Chief of Naval Operation (OP-07, OP-04)

AS 5 5 Bureaus

83 2 2 Colleges

E4 1 2 Laboratory ONR (Waskhngton, D. C. only)

E5 1 I Research Office ONR (Pasadena only)

E16 1 1 Training Device Center

F9 7 7 Station - CNO (Boston; Key West; Son Juan; Long Beach;t• San Diego, Treasure Island; and Rodman, C. Z. only)

F17 7 7 Communication Station (Son Juan; Perth; Pearl Harbor; Adak,
Alaska; Guam, Stockton; and Cheltonhom only)

F41 1 1 Security Station

F42 1 1 Radio Station (Oso only)

F61 2 2 Naval Support Activities (London and Naples only)

F73 2 2 Fleet Activities - BvShips

F77 1 I Submarine Base (Groton, Conn. only)

F81 2 2 Amphibious Bases

F87 I 1 Receiving Station (Brooklyn only)

H3 7 7 Hospital (Chelsea; St. Albans, Portsmouth, Va.; Beaufort;
Great Lakes; San Diego; and Camp Pendleton only)

H6 1 I Medical Center

JA 2 2 Administration Command and Unit - BuPers (Great Lakes and
San Diego only)

J3 1 - I U. S. Fleet Anti-Air Warfare Training Center (Virginia Beach only)

J34 I I Station - BuPers iAnnapolis, only)

J46 I 1 Personnel Center

18



DISTRIBUTION LIST (Contd)

SNDL No. of Total
Code Activities Copies

J48 1 1 Construction Training Unit

J60 1 1 School Academy

J65 1 1 School CEC Officers

J84 1 1 School Postgraduate

190 1 1 School Supply Corps

J95 1 1 School War College

J99 1 1 Communication Training Center

Li 11 11 Shipyards

L7 4 4 Laboratory - BuShips (New London; Panama City; Carderock;
and Annapolis only)

L26 4 4 Naval Facilities - BuShips (Antigua; Turks Island; Barbados;
and Eleuthera only)

M27 4 4 Supply Center

M28 5 5 Supply Depot (except Guantanamo Bay; Subic Bay; and Yokosuka)

M61 2 2 Aviation Supply Office

N1 13 39 BuDocks Divisions

NS 3 9 Construction Battalion Center

N6 6 6 Construction Officer-in.Charge

N7 1 1 Construction Resident-Officer-in-Charge

N9 6 12 Public Works Center

N14 1 1 Housing Activity

R9 2 2 Recruit Depots

RIO 2 2 Supply Installations (Albany and Barstow only)

R20 1 1 Marine Corps Schools (Quantico)

R64 3 3 Marine Corps Base

R66 1 1 Marine Corps Camp Detachment (Tengan only)

WIA1 6 6 Air Station

WlA2 31 31 Air Station

WlB 7 7 Air Station Auxiliary

WiC 3 3 Air Facility (Phoeniz; Naha; and Naples only)

WIE 6 6 Marine Corps Air Station (except Quantico)

19



DISTRIBUTION LIST (Contd)

SNDL No. of Total
Code Activities Copies

W1H 9 9 Station -- BuWeps (except Rota)

W7Z 1 I Missile Center

1 1 Office of the Chief of Engineers, Engineering Division, Civil
Works, Department of the Army, Washington, D. C. 20315

I I Chief of Engineers, U. S- Army, Attn: ENGCW-E, Washington, D. C.
20315

1 1 Chief of Engineers, U. S. Army, Attn: ENG/C.E, Washington, D. C.
20315

1Commanding Officer, U. S. Naval Construction Battalion Center,
Attn: Materiel Department, Code 140, Port Hueneme, Calif. 93041

1 1 Director, Coast & Geodetic Survey, U. S. Department of Commerce,
6001 Executive Boulevord, Rockville, Md. 20852

1 20 Defense Documentation Center, Building 5, Cameron Station,
Alexandria, Va.

I 1 Director of Defense Research and Engineering, Room 3C-128,
The Pentagon, Attn: Technical Library, Washington, D. C. 20301

U. S. Bureau of Reclamcition, Department of Interior,
Attn: Mr. T. W. Mermel, Washingtcn, D. C. 20240

1 1Facilities Officer, Code 108, Office of Naval Research,
Washington, D. C.

1 Commander Naval Beach Group Two, Attn: Project Officer,
U. S. Nava; Amphibious Base, Little Creek, Norfolk, Va.

1 1 U S. Army Engineer Research and Development Laboratories,
Attn: STINFO Branch, Fort Belvoir, Va.

1 1Air Force Weapons Laboratory, Kirtland Air Force Base,
Albuquerque, N. M., Attn: Code WLRC

1 1Library, Department of Meteorology and Oceanography, U. S. Naval
Postgraduate School, Monterey, Calif.

1 2 Library of Congress, Washington, D C.

1 100 Chief, Input Section, Clearinghouse for Federal Scientific and
Technical Information, CFSTI, Sills Building, 5285 Port Royal
Road, Springfield, Va. 22151

20



DISTRIBUTION LIST (Contd)

No. of Total
Activities Copies

1 I Office of Saline Water, U. S. Department of Interior, Washington, D. C.

1 I Department of Engineering, University of California, Los Angeles, Calif.

1 1 Institute of Engineering Reseurch, University of California, Berkeley, Calif.

1 5 Fourteenth Coast Guard District, Honolulu, Hawaii

1 1 Medical Records, Division of Medical Sciences, National Academy of Sciences,
Notional Research Council, 2101 Constitution Ave., N. W., Washington, D. C.
20418

S1 Dean of 7"igineering, Engineerinq Administration Bldg., Purdue University,
Lafayette, Ind.

11 Head, Department of Mechanical Engineering, University of Minnesota, Minneapolis,
Minn.

1 1 Engineering and Math Sciences Library, University of California, Berkeley 4, Calif.

1 1 Library, Civil Engineering Dept., University of Hawaii, Honolulu

1 • Library, Public Documents Dept., Dulce University, Durham, N. C.

1 1 Library, Dept. of Meteorology and Oceanography, U. S. Naval Postgraduate
School, Monterey, Calif.

21 a.



S : ~l- -'i • "

z X

ill!! l!,:-

.I 1p7ji Nli

p. Z

-C 0

i ] !!Ii • , -I'_

1"6~ 1e 2

*l - .ill

-- ii!j- 'a!~
_I.,!.. J l._-



Unclassified
Security Classification

DOCUMENT CONTROL DATA - R&D
(Seewrcuntv e llaeu calleft of left. b."r of laborect and maiegailad lannetertmn awal be enftatrd whnA s O vwimlf report to efteaeftld)

IOl~I~i.A TIN G ACT Iv'y (Cc rporolea.,fhor) 20 01190 111 119CUflIY C LASSIFICATION

U. S. Naval Civil Engineering Laboratory Unclassified
Port Hueneme, Californio 93041

3 112PORT TITLE

Waste-Heat Seawater Conversion Unit at Marcus Island

4 DESCRIPTIVE 141'19 (Tye 01 report and ineluasve doles)

Final; Nov 1962 - May 1965
1 AUTH4OR(S) tLaes naee hurs maemo. nUteu)

Williamns, J. S.

4 REPORT DATE 0TTLN.O 69 76Noormp

September 1965 2
so CONRCT Oak, GmRANT Na ome90 ?. ORGNA mIllSRoRT NUM111911I()

6 -- oscl Y-F015-99-01-Wa9 TR-407

C 96, Qrf ?MERRE0@R NO(S) (Any other numbers Sho may' be asaiaaE

-0 A VAIL ASILIIY/LIiNITATIONi NOTICE$

Copies available at CFSTI S1. 00.
Qualified requesters may obtain copies of this report From DDC.
Release to the Clearinghouse is authorized.____________________

11 SUPPLEMENTARY NOTES 12 SPONSORING MILITARY ACTIVITY

BUDOCKS

13 ABSTRACT

An in-service test of a developmental multistage flash evaporator utilizing rejected
heat from a diesel generator is described. Some background information is given, as well
as test results covering a 20-month period. it is concluded that the system furnishes a
very satisfactory means of providing potable water from a seawater source. The importance
of proper installation is also pointed out.

D D PORN a1473 atiol-we-.se Unclassified
Security Classifications



Unclassified
Security Classification" c sLINK A LINK 8 LINK C

K1Y WOROS ROLE WT ROi.E WT ROLIE WT

Seawater conversion I
Flash evaporator

Waste heot
Diesel engine
Marcus Island

INSTRUCTIONS

'. ORIGINATING ACTIVITY: Enter the name and address imposed by security classification, using standard statements
of the contractor. subcontractor, grantee. Department of De- such as:
lense activity or other organization (corporate author) issuing (1) "Qualified requesters may obtain copies of this
the report. report from DDC.*

2a. REPORT SECURITY CLASSIFICATION: Enter the over- (2) "Foreign announcement and dissemination of this
all security classification of the report. Indicate whether
"Restricted Daa" t s included. Marking is to be in accord reort by DDC s t authorized."
ance with appropriate secuity reculations. (3) -U. S. Government agencies may obtain copies of

this report directly from DDC. Other qualified DDC
2b. GROUP: Automatic downgrading is specified in DoD Di- users shall request through
teCtkve S200. 10 and Armed Forces Industrial Manual. Enter
the group number. Also. when applicable, show that optional
marknrgs have been used for Group 3 and Group 4 as author- (4) "U. S. military agencies may obtain copies of this
iced report directly from DDC. Other qualified user.

3. REPORT TITLE: Enter the complete report title in all shall request through
capital letters. Titles in all cases should be unclassified.
If a meaningful title cannot be selected without classificea
tion. show title cl.,ssification in all capitals in parenthesis (5) "All distribution of this report is controlled. Qu"l.
immediately following the utle. ified DDC users shall request through

4. DESCRIPTIVE NOTES: If appropriate, enter the type of ."
report. e.g.. interim, progress, summary. annual, or final. If the report has been ftwnished to the Office of Technical
Give the inclusive dates when a specific reporting period is Services. Department of Commerce, for sale to the public, inidi-
covered, cate this fact and enter the price, if known.

S. AUTIIOR(S): Enter the name(s) of author(s) as shown on IL SUPPLEMENTARY NOTES: Use for additional explana-
or in the report. Enter last name. first name. middle initial, tory notes.
If military. show rank ani branch of service. The name of
the principal aiuthor ib an absolute minimum requrement. 12. SPONSORING MILITARY ACTIVITY: Enter the name of

the departmental project office or laboratory sponsoring (pay.
o. REPORT DATE. Enter the date of the report as day. Ing for) the research and development. Include address.
month. year. or month, year. If more than one date appe1ra
ofn the report, use date of publication. 13 ABSTRACT: Enter an abstract giving a brief and (actual

summary of the document indicative of the report, even though
7'a TOTAL NUMBER OF PAGES: The total page count it may also appear elsewhere in the body of the technical re-
should follow normal pagination procedures. Le., enter the port. If additional space is required, a continuation sheet shall
numb.t,er of pages containing information. be attached.

.b. NUMBER OF REFERENCES: Enter the total number of It is highly desirable that the abstract of classified reports
refereni es cited in the report. be unclassified. Each paragraph of the abstract shall end with

8a. CONTRACT OR GRANT NUMBER: If apprecpriate. enter an indication of the military security classification of the in-
the a.pplicabte number of the contract or grant under wthich formation in the paragraph, represented as (TS). (S), (C). or (U)
the report was written. There is no limitation on the length of the abstres . How-

8b. W-. & Sd PROJECT NUMBER: Enter the appropriate ever, the suggested length is from 150 to 225 words.
frilhtari department identification, such as project number.
sutproject number, system numbers, task number, etc. 14. KEY WORDS: Key words are technically meaningful terms

or short phrases that characterize a report and may be used as
Ya ORIGINATOR'S REPORT NUMBER(S): Enter the offl- index entries for cataloging the report. Key words must be
cial report number by which the document will be identified selected so that no security classification is required. Identi-
and -onirolled by the originating activity. This number must fiers. such as equipment model designation, trade name, military
be unique to this report, project code name. geographic location. may be used as key
,11, O'IIER REPORT NUMBER(S): If the report has bee" words but will be followed by an indication of technical con-

uaslgnd any othert report l:umbers (either by th, originator text. The assignment of links. roles, and weights is optional.
or bb the sponsor), also enter this number(s).

10. AVA.LABILITY/L|MITATION NOTICES: Enter any tim-
itations on further dissemination of the report, other than those

Unclassified
Security Classification


